
- SECTIONAL VIEW OF A MARKER / INDICATOR POST

CHIEF ENGINEER TECHNICAL SERVICES
KISUMU WATER AND SANITATION

COMPANY LTD
P.O BOX 3210-40100

KISUMU

A. GENERAL NOTES

1. This drawing must be read in conjuction with specifications

in the bill document

2. The contractor shall conform to all details specified on the drawing

3. All Dimensions are in mm unless specified

B. CONCRETE

4. Concrete works to Structural elements is class 20/20, mix 1:2:4

5. Minimum cover to all concrete works is as follows:

Marker / Indicator posts - 20mm

C. REINFORCEMENT WORKS

7. All reinforcement works is labelled as 'D' standing for Deformed ribbed bars

8. Minimum design yield strength for all reinforcement works is 460N/mm2

9. All reinforcement works must be inspected and approved by the Structural

  Engineer before  casting.

D. EXCAVATIONS

10. All Excavation works must be inspected and approved by the Structural

  Engineer before casting

E. TIMBER WORK

15. MS plate formwork to be used and approved by the Engineer
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