
AIR VALVE CHAMBER

NOTES

VALVE CHAMBER DETAILS AT JUNCTIONS

DRAIN PIPE

VALVE BOX DETAIL FOR WASHOUT/VALVE

DRAIN PIPE

ABBREVIATIONS

OPENING 150mmX40mm WIDE

CLASS 30/10 PCC COVER

C

PRECAST CONCRETE COVER SLABS

B B

1000x1000mm OPENING WITH

SEE DETAIL ON DRG Nr. M385/SD/02(B)

PRECAST CONCRETE COVER SLABS

CONCRETE CLASS 20/20

NOTE:

1. WALL WIDTH INCREASES WITH

ON SCHEDULE

INVERT DEPTH AS PE DETAIL
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NOTE:

PLAN OF CHAMBER

SCALE 1:40

PLAN OF CHAMBER

SCALE 1:40

1. WALL WIDTH INCREASES WITH

INVERT DEPTH AS PE DETAIL

ON SCHEDULE

50

G.L.

REINFORCED CONCRETE

GRAVEL SUB-BASE

CLASS 20/20

5

C

CLASS 30/10 PCC COVER

A142 MESH REINFORCED

850

PLAN OF COVER

SCALE 1:20

850

450

540

200

5
150

150mm DIA CLASS 30/10 PCC

COVER REINFORCED WITH A142

MESH

P.C.C. - PRECAST CONCRETE

mm

O.D.

M.S.

DIA.

NO.

R.C.

- MILLIMETRES

- OUTSIDE DIAMETER

- MILD STEEL

- DIAMETER

- NUMBER

- REINFORCED CONCRETE

c/c - CENTRE TO CENTRE

1. DIMENSIONS ARE SHOWN IN MILIMETRES

UNLESS OTHERWISE STATED

PRECAST CON. PIPE 450mm dia.

(CUT VIEW TO SHOW DETAILS)
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PRECAST CONCRETE COVER SLABS

5

47.5 B

200mm DIA. OPENING

FOR SPINDLE

200 175

150mm THICK R.C

CLASS 25/20 COVER SLAB.

10

VENT (ONE BLOCK OMITTED)

WITH WIRE GAUZE

FINAL GROUND LEVEL

150mm BELOW SLAB LEVEL.

50mm BELOW VENT LEVEL.

VENT (ONE BLOCK OMITTED) WITH WIRE GAUZE

FINAL GROUND LEVEL

M.S. STEP IRON

@300 C/C

150

R.C WALLING

200

PIPE SURFACES

BETWEEN MORTAR AND

BITUMEN BASED PAPER

MIN. 300

MIN. 300

200

MORTAR

200mm FILLED WITH

O.D. OF FLANGE PLUS

OPENING FOR PIPE

PIPE SURFACES

BETWEEN MORTAR AND

BITUMEN BASED PAPER

300

M.S. STEP IRONS

@300 C/C

150

R.C WALLING.

SECTION C-C

SCALE 1:20

A3 - 1:20

OPENING FOR PIPE

O.D. OF FLANGE PLUS

200mm FILLED WITH

MORTAR.

DIA. VARIES 100mm

HDPE PIPE

DIA. TO 500mm DIA.

100

FLANGED VALVE

VARIES: 80mm DIA.

TO 200mm DIA.

BASE CONCRETE CLASS 20/20

GRAVEL SUB-BASE

25

50 50 5 500

DRAINAGE SPACE

300

C

50mm DIA. 500mm LONG

DRAIN PIPE

CONCRETE CLASS 15/20

FOUNDATION

A 142 MESH

REINFORCEMENT

400 B

SECTION A-A

SCALE 1:40

CONSTRUCTION DETAILS FOR VALVE CHAMBERS

400

VALVE SUPPORT

SECTION B-B

SCALE 1:40

CONCRETE CLASS 15/20

CONCRETE CLASS 15/20

50mm THICK BLINDING

A 142 MESH

REINFORCEMENT

50mm DIA. 500mm LONG

DRAIN PIPE

FOUNDATION

200mm THICK

CONCRETE CLASS 15/20

CONCRETE CLASS

15/40 BLINDING

MAINS DIAMETER (mm)
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PLAN SIZE OF CHAMBER

(INTERNAL DIMENSIONS) A(mm) x B(mm)

1200 x 1200

1400 x 1200

1200 x 1200

1500 x 1200

1500 x 1200

1800 x 1200

1800 x 1200

1400 x 1400

1400 x 1200

CHAMBER SIZE SCHEDULE FOR VARIOUS PIPE SIZES

INVERT DEPTHS

0 - 800

(mm)

DEPTH MORE

2400 - 3000

1200 - 2400

800 - 1200

THAN 3000

HEIGHT OF WALL

(mm)

1200

400

800

600

-

WALL WIDTH

300 - MASONRY WALL

200 - MASONRY WALL

150 - MASONRY WALL

(mm)

350 - MASONRY WALL

CONCRETE (CLASS 25/20)

300mm REINFORCED

WALL

CHAMBER DEPTHS & WALL THICKNESS SCHDULE
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